6-CONDUCTOR SHIELDED CABLE
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WIRING (TYP.)
BY FACTORY

THIS PRODUCT HAS BEEN FULLY TESTED AT THE FACTORY
BEFORE BEING RELEASED TO CUSTOMER OR CONTRACTOR.
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INTERNAL CONTROL PANEL WIRING (BY FACTORY)

ALL WIRES MUST BE CONNECTED
BEFORE APPLYING POWER TO ELCP.
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