POWER FROM
BREAKERS
TO PANEL

CONDUIT WITH SHIELDED ___|
COMMUNICATION CABLE |

TO WINCHES

JUNCTION BOX

PANEL (HOUSES TERMINAL STRIPS
CONTACTORS, AND POWER SUPPLY)

MOUNTED IN ELECTRICAL ROOM (NEAR BREAKER PANELS).

CENTER OF PANEL SHOULD BE APPROX. 54" ABOVE FLOOR.

SCREEN ENCLOSURE
(FLUSH OR SURFACE MOUNTED)

TOUCH DISPLAY SCREEN

4'-6" TO 5-0" AF.F.

ALL ITEMS (EXCEPT WINCHES) INSTALLED BY
ELECTRICAL CONTRACTOR. WIRE, CONDUIT,
JUNCTION BOXES, AND ANCHORS PROVIDED
BY ELECTRICAL CONTRACTOR. CONDUIT
ROUTING, LENGTHS, LOCATIONS, AND LAYOUT

DETERMINED BY ELECTRICAL CONTRACTOR.

REVISION / STAGE: | MONTH / DAY / YEAR
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ELECTRONIC CONTROL PANEL
GENERAL LAYOUT

ELCP-GL
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